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Project Detail
SCALE 3/4" = 1'0"

A
Qty: 1 /  Install

ALL ELECTRICAL COMPONENTS TO BE U.L. LISTED, APPROVED AND MARKED PER N.E.C. 600-4.
Inspected and labeled in accordance with UL Standards using UL listed parts and methods of installation in accordance with the 
requirements of Article 600 of the National Electrical Code and/or other applicable local codes. This includes proper grounding and bonding 
of the sign. The location of the disconnect switch after installation shall comply with Article 600.6(A)(1) of the National Electrical Code.

Primaries and final connection to sign by certified electrician.
Client to provide primary electric feed to within 6 feet of sign location.Volts Req'd:   120V   Total Amps:   20.0   Circuits Req'd:   1 

UL LABEL PLACEMENT WALL SIGNS FIRST LETTER/CHARACTER: PLACE LABEL ON THE LEFT RETURN. FOLLOWING LETTERS/CHARACTERS: PLACE LABEL ON TOP 
OR IN A DISCREET PLACE SO THEY ARE NOT SEEN FROM PEDESTRIAN VIEW. ALL LABELS TO BE CENTERED AND STRAIGHT.
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Side Detail
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Section Detail - Typical
NTS

C

TRIM CAP

Plastic

FACES

Acrylic

BACKS

Aluminum

ILLUMINATION

LED

HARDWARE

Fasteners & Shields
Appropriate to Wall Type

STRUCTURE

Existing Wall
Construction & Thickness
Varies Per Location

RETURNS

Aluminum Coil
Interior White Mill Finish

ENCLOSURE

Waterproof Box
Knockout Holes at Bottom

POWER SUPPLY

GE LED 24 Volt

PENETRATION

Secondary Wiring
Sealed

JBOX

Switch
Location & Type 
Varies Per Application

PRIMARY POWER

Isolated Circuit to
Disconnect Switch
(Provided By Others)

DRAIN COVER

1/4" Dia. Holes
Weep Hole Cover

Min. 2 Per Letter

Elevation View
SCALE 1/8" = 1'0"
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1 Building Sign Install


